
 
Long Beach Public Library is seeking quotes for an annual service contract (quarterly 
maintenance + priority emergency service) for HVAC units at two locations. 

All communication and quotes should be sent to businessoffice@longbeachlibrary.org. Quotes 
are due by 3pm on Friday December 27, 2024.  

Main Library 
111 West Park Ave 
Long Beach, NY 11561 

Manufacturer: Carrier   
Mfg Code/Catalog# 48LCFA24H3P5-4S5C0 (new-12/2024) 
Serial # 3124P26492 
 
Manufacturer: Carrier   
Mfg Code/Catalog# 48HCFE24H2M5-2X2J0 (new-12/2022) 
Serial #4322P15909 
 
Manufacturer: Carrier   
Mfg Code/Catalog# 48HCFE28H3M5-2X2J0 (new-12/2022) 
Serial # 4322P15780 
 
Manufacturer: Carrier   
Mfg Code/Catalog# 48LCFA17H3P5-4S5C0 (new-12/2024) 
Serial # 1024P20617 
 
Manufacturer: Carrier   
Mfg Code/Catalog# 48LCFA12H3P5-4R5F0 (new-12/2024) 
Serial # 1024P08555 
 

West End Branch 
903 West Beech St 
Long Beach, NY 11561 

Manufacturer: Rheem AH-1 
Air Handler unit, Model# RHQA2000B 

Manufacturer: Lennox CU-1 
Condensing unit, Model# HS296512P 

Manufacturer: Takagi B-1 
Boiler, Model# TKJA 
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Requirements 

• Quarterly inspections 
o Fall Start Up and Inspection 
o Winter Inspection 
o Spring Startup and Inspection 
o Summer Inspection 

• Detailed inspection reports 
o For repairs/service deemed necessary, a rating of urgency/priority level should be 

assigned 
• Service Calls Available 24/7 per week on a priority basis 
• Disposable filters to be changed during the four (4) listed inspections  
• Belt adjustment or replacement – one per unit annually  
• Lubricate pumps, motors, bearings 
• Check controls for signs of wear or damage seasonally  
• Check refrigerant charge and operation pressures seasonally  
• Check combustion efficiency of heat seasonally  
• Check operation of fresh air economizer seasonally  
• Parts and materials invoiced on a preferential basis 
• Check power supply for proper voltage to devices 
• Check LED indicators to verify proper operation of controllers 
• Verify proper operation of critical control processes and make adjustments, if necessary  
• Verify that equipment is being controlled at the appropriate values 
• View the input/output points for any unusual status  
• Minor parts repair or replacement 
• Evaporator/condenser coil cleaning – 1 annually (spring) including labor and material  

Please provide standard service rate and time periods 

Please provide overtime emergency service rate and time periods  

 

 

 


